
EPA Fifth Unregulated Contaminant Monitoring Rule Study Sampling Results in Parts Per Trillion 
Thir Fourth Quarter (of four quarters) – April 2024 

d Quarter (of four quarters) – January 2024 
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Delivery Point/Sampling 
Location Member Government Results Results 

Regional Water to Morris 
Bridge Water Treatment Plant City of Tampa 1.3 1.1 1.6 0.60 ND ND 0 ND ND ND ND ND ND ND ND ND 3.6 ND ND ND 1.0 ND 2.2 ND ND 2.9 ND ND ND ND 

Regional Water to Central 
Water Treatment Plant Hillsborough County 2.6 3.9 4.4 2.0 ND ND 0 ND ND ND ND ND ND ND ND ND 4.7 ND ND ND 2.4 ND 4.9 ND ND 6.8 ND ND ND ND 

Groundwater to Lithia Water 
Treatment Plant Hillsborough County ND ND ND ND ND ND 0 ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 

Groundwater to Lake Park 
Water Treatment Plant Hillsborough County OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS OS 

Regional Water to Lake Park 
Water Treatment Plant Hillsborough County ND ND ND ND ND ND 0 ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 1.2 ND ND ND ND ND ND ND 

Groundwater to Fawn Ridge 
Water Treatment Plant Hillsborough County 1.0 1.1 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 0.80 ND ND ND ND ND ND ND ND ND ND ND ND ND 

Regional Water to Fawn Ridge 
Water Treatment Plant Hillsborough County 1.2 1.2 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 1.9 ND ND ND 0.70 ND 1.4 ND ND 2.1 ND ND ND ND 

Regional Water to Lithia Water 
Treatment Plant Hillsborough County 2.4 3.9 4.4 1.6 ND ND 0 ND ND ND ND ND ND ND ND ND 4.0 ND ND ND 2.0 ND 4.0 ND ND 5.4 ND ND ND ND 

Regional Water to Odessa 
Intertie Pasco County 1.2 1.1 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 1.3 ND ND ND ND ND 1.2 ND ND 1.7 ND ND ND ND 

Regional Water to Little Road 
Water Treatment Plant Pasco County 1.2 0.80 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 1.3 ND ND ND ND ND 1.2 ND ND 1.5 ND ND ND ND 

Regional Water to Lake Bridge 
Connection  Pasco County 2.8 3.2 4.3 2.0 ND ND 0 ND ND ND ND ND ND ND ND ND 5.8 ND ND ND 3.0 ND 6.3 ND ND 8.1 ND ND ND ND 

Regional Water to US 41 
Intertie Pasco County 1.2 1.0 ND 0.70 ND ND 0 ND ND ND ND  ND ND ND ND ND 1.9 ND ND ND 0.90 ND 1.8 ND ND 2.2 ND ND ND ND 

Regional Water to Keller Water 
Treatment Plant Pinellas County 1.3 0.70 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 1.5 ND ND ND 0.80 ND 1.4 ND ND 1.9 ND ND ND ND 

Groundwater to Keller Water 
Treatment Plant Pinellas County 1.3 ND ND ND ND ND 0 ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 0.60 ND ND 0.80 ND ND ND ND 

Groundwater to Maytum Water 
Treatment Plant New Port Richey ND ND ND ND ND ND 0 ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND 

Regional Water to Cosme 
Water Treatment Plant St. Petersburg ND 0.60 ND ND ND ND 0 ND ND ND ND ND ND ND ND ND 0.90 ND ND ND ND  ND 1.0 ND ND 1.4 ND ND ND ND 

ND 
OS 

Non-detect – No detectable levels found using EPA Methods 533 and 537.1. 
Out of Service 

 PFAS compounds with maximum contaminant levels. (PFOA – 4.0; PFOS – 4.0; Hazard Index – 1) 
 PFAS compounds with no regulations but part of the 29 PFAS in EPA study. 

 

  EPA Hazard Index (April 2024) 
PFBS PFHxS PFNA HFPO-DA 
2,000 10 10 10 


